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SOUTHEAST MORRIS COUNTY

MUNICIPAL UTILITIES AUTHORITY

973-326-6880

www.smcmua.org

19 SADDLE ROAD

CEDAR KNOLLS, NJ 07927

REVISION
DATENO.

NOTES:
1. THE PUBLIC SIDE OF THE TEMPORARY SERVICE SHALL BE CONSTRUCTED AS PER

SMCMUA REQUIREMENTS FOR THE PERMANENT SERVICE.
2. ALL  MATERIAL ON THE PRIVATE SIDE, WITH THE EXCEPTION OF THE METER, SHALL BE

PROVIDED BY THE PROJECT OWNER.
3. THE CONTRACTOR SHALL CALL SMCMUA WHEN READY TO SET THE TEMPORARY

METER. WHEN SMCMUA SETS THE METER THE CONTRACTOR SHALL INSTALL THE
METER HOUSING, PLYWOOD COVER AND BACKFILL FOR SMCMUA TO INSTALL THE AMR.

4. THE CONTRACTOR SHALL CALL SMCMUA TO REMOVE THE METER WHEN
TRANSITIONING TO PERMANENT SERVICE.

PERMANENT
GATE VALVE

CURB

6" THICK 3/4" CRUSHED STONE

TEMPORARY PLASTIC
TUBE, 36" DIAMETER (OR
AS REQUIRED TO HOUSE
METER AND CHECK
VALVE)

TO TEMPORARY WATER SOURCE.
CONTRACTOR TO PROVIDE FROST
PROOF YARD HYDRANT, HOSE BIB OR
OTHER MEANS OF TURN ON/OFF.

EXISTING WATER MAIN

GATE VALVE

15
" M

IN

CHECK VALVE

TEMPORARY D.I.P.
CAP WITH 2" TAP

REDUCER
3/4" TYPE K COPPER

ROADWAY

D.I.P.

3/4" METER PROVIDED BY SMCMUA

CONCRETE BLOCK
SUPPORT

BALL VALVE

3.5
' M

IN

INSULATION AS REQ'D

3/4" EXERIOR PLYWOOD
COVER; WITH 3/4" HOLE
AS REQUIRED FOR AMR

BALL VALVE

BACKFILL

CUT SIDEWALL AS REQ'D TO
FIT OVER WATER SERVICE
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